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T x T galvanized
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Inlet for straight
pattern valve
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al

Galvanized and
plastic pipe
connection

GSP elbow

Concrete support
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Inlet for angle
pattern valve
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SECTION
VALVE BOX

Identification label:

For abbreviations see
Standard Plans H1 and H2.
For controller and
station number

see project plans.

Recycled water warning
label when required

Valve box cover

Drill label and cover
to accept screw

Label ——

SECTION
IDENTIFICATION

VALVE BOX

Hinge when required

One machine bolt
each label

4" 8 Slotted head
machine bolt with
2 washers and nut
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May 1, 2006
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The State of Callfarnia or Iis offTcers or

agents shall not be_responslble for the accuracy
or complefeness of electronlc coples af this plan
sheer.
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Galvanized steel
coupling or ell

as required T x S plastic

adapter
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Existing or

Existing or
proposed GSP
(supply Iine)
PLAN
GALVANIZED AND PLASTIC
PIPE CONNECTION

¥," Plastic pipe (locater) —\
3" Loose key
GARV

24"

ELEVATION
FLUSH VALVE
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proposed plastic
pipe (supply line)
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